National Lighting Energy
Consumption

390 Billion kWh used for lighting in all
commercial buildings in 2001
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Impact of Electronic Ballasts and T-8
Fluorescent Lamps on Lighting Consumption

Annual Shipment of Ballasts Fluorescent Lighting in
In US (1988 — 2003) Commercial Buildings (2001)
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Lighting wastes energy because dimming
lighting controls are not widely used

Major Lighting Control
Strategies

Vacancy Detection or Scheduling
Automatic Dimming with Daylight
Tuning Strategies
Personal dimming controls
Institutional requirements
Lumen Maintenance
Demand Response




ALL lighting should be:

e Dimmable
 Addressable
o Affordable




Electricity Demand In California During 1999
Summer Peak
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Dimming lighting during curtailments
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Option 4: Full Wireless
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Single Chip Mote Feasibllity
Demonstrated

Wireless Control by
single-chip mote
demonstrated in ACM &
Ballast
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Single Chip mounted to a
board for integration with
lighting components




A Hybrid Option: Analog Control (0-10 VDC
bus) Accessible with Wireless Transmitters
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WiLight: A Novel Application of Energy-
Scavenging Wireless Communications
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Energy Implications and Economic Impact of
Converting to Wireless Lighting Controls

National Energy Savings with Wireless Lighting Controls
(30% Saturation)

Commercial Lighting Use (BkWh/year) Millions of Ballasts Shipped
600 100.0
500 - -

Business As Usual 1 80.0

400 - /
1 60.0

30% Controls Saturation

300 -
Ballasts Sold (right scale
(rig ) 1 40.0
200 -
1 20.0
100 -
0 1 1 1 1 1 1 1 1 1 1 1 1 1 0-0
g %) o QA Q& (&) Q N 42 > D 2 © A 02 ) Q Ny ‘v > ] <
Q Q QO Q Q Q &y &y Y 3 4 &y &y &y & 2 % 42 4% 4% 4% 4%
(NI SIS U SIS S S S S S SR S S S S S S S S S



Cumulative Benefits: Installing
Wireless Lighting Controls in 30% of
Commercial Buildings by 2025

Energy 695 Billion kWh Energy Saved

$52 Billion in Energy Cost Savings

. 139 MMTCe Carbon Avoided
Environmental

Equivalent 93 Million Cars Removed




Key Barriers to Advanced
Lighting Controls

Not cost-effective to add control wiring to
existing buildings

Delivering robust lighting control systems is
challenge to industry

Commissioning not properly understood
Dimming inherently more complicated than
non-dimming

Quantifying the energy cost savings from
lighting controls is inexact



Challenges Ahead
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Modernizing Our Offices

Old technology _ New technology
Savings

&
™

35 BKWh in Energy
$2.6 Billion Cost Savings

7 MMT Carbon avoided
4.5 million cars removed




Modernizing Our Homes

Old technology New technologies
Savings

55 BKWh in Energy
$4 Billion Cost Savings

11 MMT Carbon avoided
7.3 million cars removed




Standards for Eliminatina the Incandescent Liaht Bulb

Watts
Wattage Limit per Lumen '
Range OR

140-

Lumens per watt per
Lumen Range 1207
Lumen Ranges: 40, 60, 1007
75, 100, 150 watts 50
National Implementation
Schedule: 607
1. July 2012: 100 watt 401
CA only can start early 201
65 Twh saved 500 1000 1500 2000 2500
annually by 2017 HUMENS sy

Harman/Upton Amendment to Title 1 CEC SWTier 2 (1/2008)
Low-Voltage Halogen (230 V, 3000 hours) ¢ LED (120 V, no hour rating)

O >=1500 hours (n=315) & <1500 hours (n=210)

O New Philips Halogena O Superbulbs LED Prototypes

¢ New Sylvania Elogic



Modernizing Our Nation’s Lighting
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